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SECTION A-A

3000 PSF SOIL BEARING.

NOTES:
1. BACKER DESIGNED FOR

CONCRETE TO BE PLACED

AGAINST UNDISTURBED EARTH.

REMOVAL OF BOLTS.

PROVIDE CLEARANCE FOR

CITY OF COLUMBUS
DEPARTMENT OF PUBLIC UTILITIES

DIVISION OF WATER

APPROVED:
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BACKING“FOR TEES

STANDARD DETAIL
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